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1. It is recommended that periodic checks be performed to make sure that all
fasteners remain tight.

2. The actuator is supplied ready-lubricated no further lubrication is required.  If
lubrication is deemed necessary, use EP-1 grease

3. Under certain working conditions (heavy duty, non-compatible operating media or
abnormal operating conditions) internal seals should be checked periodically and
replaced when necessary.

4. On spring return actuators, spring fatigue may set in requiring the replacement of
springs.  Springs should always be replaced in full sets.

Note
If an actuator is properly assembled and used, it will be maintenance free, as it has been
lubricated enough to last a normal working life under normal working conditions.  Should it
be necessary to replace its’ seals, we suggest turning to Alpha Controls Ltd. where the
product will be overhauled first, and then tested.  On request, Alpha Controls Ltd.  will be
willing to provide customers with kits and instructions.
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